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When it is necessary for a third-party to modify labeled/listed equipment (to upgrade obsolete devices or to add new functions or features, for 
example), the statement of work must include the language below. 
One electronic (PDF) copy of each field evaluation report must be provided to SLAC. The SLAC purchaser/project manager will forward the report to 
the SLAC electrical safety officer for review and acceptance. 
The field evaluation must be complete and approved by the SLAC electrical safety officer before first energization of the equipment.  
See Electrical Safety: Unlisted / Unlabeled Electrical Equipment Acquisition Requirements (SLAC-I-730-0A11J-004). 
 
The equipment to be modified is listed by nationally recognized test laboratory (NRTL). The modified equipment must be field evaluated [1] by 

 a NRTL, or 

 an accredited [2] field evaluation body [3] 
before first energization of the modified equipment. 
The successful bidder or SLAC project manager must engage the services of a NRTL or field evaluation body to perform a pre-construction design 
review [4], and to perform a post-construction field evaluation of the modified equipment.  
Definitions 
field evaluation body (FEB). An organization or part of an organization that performs field evaluations of electrical or other equipment. (NFPA 70, 
Article 100) (NFPA 790) 
field evaluated. A thorough evaluation of modified equipment in the field in accordance with NFPA 791 that is performed by an accredited field 
evaluation body. The approved field evaluation ensures that the equipment meets design requirements, codes, and standards that apply to the 
modified equipment, and is acceptable to the SLAC electrical safety officer. 
References and Notes 
[1] NFPA 791, “Recommended Practice and Procedures for Unlabeled Electrical Equipment Evaluation”  
[2] Recommended accreditation bodies: 

 American Association for Laboratory Accreditation (A2LA). Field Evaluation Body (FEB) Accreditation Program 

 International Accreditation Service (IAS). Field Evaluation Body Accreditation 
[3] NFPA 790, “Standard for Competency of Third-Party Field Evaluation Bodies”  
[4] The purpose of the pre-construction design review is to ensure the modified equipment will pass the field evaluation. 
Provide one electronic (PDF) copy of each field evaluation report to SLAC. The SLAC purchaser/project manager will forward the report to the SLAC 
electrical safety officer. 
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