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Chapter 14: Pressure Systems  

Quick Start Summary 
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URL: https://www-esh.slac.stanford.edu/eshmanual/references/pressureQuickstart.pdf 

1 Who needs to know about these requirements 
The requirements of Pressure Systems apply to pressure system owners, designers, custodians, mechanics, 
operators, inspectors, repair organizations, and anyone involved with pressure system design, procurement, 
construction, installation, testing, operation, inspection, maintenance, repair, and decommissioning.  

2 Why 
SLAC is committed to meeting Cal/OSHA regulations (8 CCR), applicable codes and standards, and sound 
engineering principles for pressure systems. Failure to meet them may result in an explosion, injury or 
death, and/or release of hazardous materials into the environment.  

3 What do I need to know 
The pressure systems program manager is involved in every stage of a pressure system’s service life, from 
design/conception through decommissioning. System documentation must be complete and available at all 
times. 

 At the design stage the pressure systems program manager must conduct a technical review.

 When a purchase requisition is completed for a system, components, or related services, the pressure
systems program manager’s approval must be on file.

 System documentation must be complete and available for construction/fabrication/registration.

 A new pressure system can only be authorized to operate by registering it with the pressure systems
program manager; all legacy pressure systems must also be registered.

 Pressure systems must be inspected, tested, maintained, and repaired by qualified persons, and a record
of work completed must be kept on file and submitted to the pressure systems program manager.

 A pressure test is required for a new pressure system or an existing pressure system after repair or
alteration.

 Pressure vessels no longer in use must be decommissioned according to an approved plan.

4 When 
The requirements of this chapter take effect 25 February 2026. 

5 Where do I find more information 
SLAC Environment, Safety, and Health Manual (SLAC-I-720-0A29Z-001) 

 Chapter 14, “Pressure Systems”

Or contact the program manager.

This chapter was last reviewed for currency 2/25/2026. 
The next thorough review is due 2/25/2029.
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